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E-mail address: anita.pettersson@hb.se (A. PettersChemical fractionation, SEM–EDX and XRD was used for characterisation of ﬂy ashes from different co-
combustion tests in a 12 MW circulating ﬂuidized bed boiler. The fuels combusted were wood pellets as
base fuel and straw pellets as co-fuel in order to reach a fuel blend with high alkali and chlorine concen-
trations. This fuel blend causes severe problems with both agglomeration of bed material if silica sand is
used and with deposits in the convection section of the boiler. Counter measures to handle this situation
and avoiding expensive shut downs, tests with alternative bed materials and additives were performed.
Three different bed materials were used; silica sand, Olivine sand and blast furnace slag (BFS) and differ-
ent additives were introduced to the furnace of the boiler; Kaolin, Zeolites and Sulphur with silica sand as
bed material. The results of the study are that BFS gives the lowest alkali load in the convection pass com-
pared with Silica and Olivine sand. In addition less alkali and chlorine was found in the ﬂy ashes in the
BFS case. The Olivine sand however gave a higher alkali load in the convection section and the chemical
fractionation showed that the main part of the alkali in the ﬂy ashes was soluble, thus found as KCl which
was conﬁrmed by the SEM–EDX and XRD.
The comparison of the different additives gave that addition of Kaolin and Zeolites containing alumin-
ium-silicates captured 80% of the alkali in the ﬂy ash as insoluble alkali–aluminium-silikates and reduced
the KCl load on the convection section. Addition of sulphur reduced the KCl load in the ﬂue gas even more
but the K2SO4 concentration was increased and KCl was found in the ﬂy ashes anyhow. The chemical frac-
tionation showed that 65% of the alkali in the ﬂy ashes of the Sulphur case was soluble.
 2009 Elsevier Ltd. All rights reserved.1. Introduction
It is easy to start a ﬁre, but to burn a fuel at optimal conditions
regarding complete combustion, clean exhausts gases with respect
to NOx, SOx, HCl, HF and trace elements emissions as well as to
achieve reliable operation conditions is altogether a challenge.
New fuels and fuel blends are introduced with the aim to reduce
the net contribution of CO2 to the atmosphere from combustion.
Such fuels are agricultural wastes, municipal solid waste and mu-
nicipal sewage sludge. Most of them have high concentrations of
alkali metals (K and Na), chlorine and trace elements, combina-
tions of which are known to cause combustion problems such as
corrosion, deposit formation, slagging and bed agglomeration.
These problems are not only dependent on high concentrations
of alkali metals and chlorine in the fuel, but also linked to the avail-
ability or volatility of these elements during combustion. This givesll rights reserved.
ile: +46 70 7363182; fax: +46
son).entirely different conditions during combustion of biomass/waste
than during combustion of coal where the alkali metal species
are present in stable silicate forms.
Fluidised bed boilers are known to be very fuel ﬂexible as well
as having an even temperature distribution caused by the suspen-
sion ﬁring of the fuel in a bed material that is ﬂuidized. This makes
FB boilers exceptionally suitable for co-combustion of solid fuels.
However, these boilers are susceptible to bed agglomeration
caused by chemical interaction of fuel ash components and the
sand bed material forming new components with low melting
points. In addition, an alkali chemistry is also present in the com-
bustion chamber and convection section of the boiler leading to
severe deposit problems if the conditions are unfavourable (high
amounts of available alkali and chlorine). As a matter of fact, inter-
dependence between the bed material chemistry and deposits
problems can be expected since the trapping of alkali chlorides
by a silica sand bed can decrease the deposit problems in the con-
vection section of the boiler and vice versa.
Fuel characterisation by chemical fractionation has been
suggested as a tool for determining whether the alkali content of
A. Pettersson et al. / Fuel 88 (2009) 1758–1772 1759the fuel is available for the alkali chemistry leading to deposit and
agglomeration problems. In earlier work, a thorough fractionation
investigation on several fuels was made [1]. For the reference fuel
mix used in the present work (80% wood pellets as base fuel and
20% straw pellets calculated on energy basis) the alkali was found
to be available and alkali related problems during operation can
thus be expected. In the present project, various strategies to avoid
these problems were investigated and the work was focussed on
studying if these measures resulted in different effects in different
parts of the boiler. The ﬁrst option tested was substitution of the
normal silica sand bed material with two alternatives; olivine sand
and blast furnace slag (BFS). Secondly, a number of additives were
investigated: kaolin, elemental sulphur and zeolite (Doucil 24A) to-
gether with the reference bed material. The addition of zeolite to
the combustion was made in order to study a sub-system of the
ash chemistry taking place during co-combustion of bio fuel with
sewage sludge [1,2]. The effect of the various strategies was inves-
tigated by thorough analysis of the ﬂy ashes by chemical fraction-
ation in order to reveal the mechanisms of the important alkali
reactions.
The fractionation, which originally was developed for fuels, is
based upon differences in solubility between different chemical
forms of the elements studied. Thus, characteristic groups of com-
pounds are dissolved and can be quantiﬁed. This methodology was
ﬁrst developed by Benson and Holm [3] for application on coals,
used by Baxter et al. [4] and ﬁnally modiﬁed by Zevenhoven-
Onderwater [5] to be suitable for biofuels.
2. Experimental
2.1. The fuels
A fuel mixture of 80% wood pellets and 20% straw pellets calcu-
lated on energy basis was used in all combustion tests based on
earlier experiences with this type of fuels in the boiler. The goal
was to obtain a combustion situation with alkali and chlorine con-
centrations high enough to cause operational problems in the longTable 1
Properties of the fuels studied in the project.
Straw Wood pellets Unit
Proximate analysis
Water 8.8 8.0 wt%, raw
Ash 5.6 0.3 wt%, dry
Combustibles 94.4 99.7 wt%, dry
Volatiles 81.0 95.2 wt%, daf
Ultimate analysis
C 49 51 wt%, daf
H 6.3 6.1 wt%, daf
O 43 43 wt%, daf
N 0.59 <0.01 wt%, daf
S 0.10 0.06 wt%, daf
Cl 0.30 <0.01 wt%, daf
Heating value
HHV, daf 18.4 18.9 MJ kg1
LHV, raw 15.6 17.1 MJ kg1
Ash analysis
K 110 97 g kg1 dry ash
Na 9.0 9.0 g kg1 dry ash
Al 6.5 8.0 g kg1 dry ash
Si 300 41 g kg1 dry ash
Fe 2.1 8.4 g kg1 dry ash
Ca 52 200 g kg1 dry ash
Mg 10 34 g kg1 dry ash
P 14 12 g kg1 dry ash
Ti 0.4 1.1 g kg1 dry ash
Ba 0.4 3.7 g kg1 dry ash
daf, dry and ash free, raw, as received.run, but not so high that it would be impossible to perform short
time tests with a reasonable safety concerning the boiler operation.
Table 1 presents the properties of the two fuels used in the study.
2.2. The tests
The 12-hour combustion tests were separated by a period of
36 h with wood pellet combustion and intensiﬁed regeneration
of the bed. The aim was to secure that no memory effects from pre-
vious tests should interfere with the results obtained. Before the
tests with alternative bed materials the boiler was operated for
one week on a mixture of wood pellets and wood chips with a con-
tinuous replacement of bed material before the straw blending
started.
2.3. Bed materials
The most common bed material used in ﬂuidized bed combus-
tors is silica sand consisting of SiO2 (quartz). The high quartz con-
centration often causes bed agglomeration in an alkali rich
environment due to formation of alkali silicates with low melting
points [6,7]. Previous works have shown that it is favourable to
use bed materials that do not contain any quartz when burning al-
kali rich fuels or fuel blends [8]. In this study two such bed mate-
rials are compared to silica sand. The ﬁrst one is Olivine sand
which is a natural mineral consisting of Mg2SiO4 and Fe2SiO4, see
Table 2. The other bed material is blast furnace slag (BFS) obtained
as a by-product in iron and steel manufacturing. The slag is gran-
ulated and sieved into a suitable particle size fraction, yet contain-
ing a ﬁne fraction. It is mainly amorphous and has a signiﬁcant
content of Ca and Mg. Table 2 gives the chemical composition of
the bed materials and additives used in the present work calcu-
lated as oxides.
2.4. Additives
The combustion cases where additives were tested were carried
out with the same parameters as in the reference (Ref) case and
with silica sand as bed material. The ﬁrst additive was kaolin
which is a white clay mineral consisting of kaolinite (Al2O3
2SiO22H2O). At temperatures of 450–600 C kaolinite decomposes
to amorphous meta-kaolinite. Kaolin has a large speciﬁc surface
which adsorbs alkali compounds and thus inhibits the formation
of vaporous alkali chlorides in combustion [9,10]. The suggested
overall reaction for alkali metal chloride is shown below (R1). In
the present work, the addition of kaolin was 40 kg per hour
which corresponds to a kaolin to alkali (K + Na in the fuel) molar
ratio of 5.
Al2O3  2SiO2ðsÞ þ 2MClðgÞ þH2OðgÞ ! 2MAlSiO4 þ 2HClðgÞ
ðR1ÞTable 2
Composition of bed materials and additives.
wt% Silica
sand
Olivine
sand
BFS Kaolin Sulphur
granules
Zeolite Douc.
A24
SiO2 98.9 42.05 34 46.6 39.0–43.0
CaO 0.123 0.08 32
MgO 0.129 49.5 18
Al2O3 0.181 0.45 12 39.5 33.5–36.5
K2O 0.06 0.6
FeO *0.123 *7.05 0.4 0.032
MnO 0.013 0.075 0.7
S 1.4 100
Na2O 0.004 0.6 23.5–25.5
* Fe2O3.
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(Na2O)(Al2O3)(SiO2)22,8H2O, commonly used in household deter-
gents. Zeolites are an important component in the new phos-
phate-free detergents as water softener and carrier of surfactants
[11]. The zeolites most important task in the detergents is to cap-
ture the Ca and Mg ions in the washing water. The increasing use of
phosphate-free detergents means an increased amount of zeolites
will be captured in the waste water treatment plants in the future.
The zeolites end up in the sewage sludge which in its turn may end
up as a fuel for co-combustion in FB-boilers. The zeolites used here
hade a density of 400–600 g (dm3)1 (1250 TAPS) and an average
particle size of 1–5 microns. The zeolite Doucil 24A was introduced
to the boiler in a ﬂow giving the molar ratio Doucil 24A/Kin with
fuel of 1.1.
The third additive was elemental sulphur in the form of granu-
lar with a coarseness of 1–5 mm (sulphur can be added in different
forms as elemental sulphur as in the present tests but also as sul-
phate and various sulphates are available such as for example
ammonium sulphate, iron sulphate or aluminium sulphate). Sul-
phur trioxide reacts with KCl and NaCl to form alkali sulphates
according to the simpliﬁed Reaction (R2)
2MClðsÞ þ SO2ðgÞ þ 1=2O2ðgÞ þH2O!M2SO4ðsÞ þ 2HClðgÞ ðR2Þ
where M is K or Na.
A sufﬁcient molar ratio for S/Cl is necessary and this can vary
from 0.5 to 4 depending on the form of sulphur used. There are also
other factors related to the combustion that are of importance for
an efﬁcient sulphation of alkali chlorides [12]. Sulphation of KCl is
both a gas phase reaction occurring in the furnace but also a gas–
solid reaction between solid KCl and gaseous sulphur oxides takingFig. 1. The 12-MWth FBC boiler at Chalmers University of Technology (1) combustion ch
primary cyclone; (6) loop seal; (7) cyclone exit duct; (8) cold secondary cyclone; (9) ba
Kaolin and Zeolite bin; (14) Sulphur addition; (15) bed ash sampling hole; (16) measure
measurement spot (after convection pass) FTIR; (18) measurement spot (stack) FTIR.place in the convection section [13]. In the present investigation
the addition of sulphur was 4 kg per hour which corresponds to
a S/Cl molar ratio of 6 in the combustion chamber.
2.5. The research boiler
The 12-MWth circulating ﬂuidized bed (CFB) boiler at Chalmers
University of Technology (Göteborg, Sweden) was used for the
combustion tests, Fig. 1.
The combustion chamber (1) has a square cross-section of
about 2.25 m2 and a height of 13.6 m. The fuel (wood pel-
lets + straw pellets) is fed to the bottom of the combustion cham-
ber through a fuel chute (2). The Kaolin and Zeolites is supplied to
the combustion from a separate bin (13) to the return leg where it
is mixes with the hot particles coming from the primary cyclone
(5) before it enters into the combustion chamber. Sulphur is fed
at the same location but by different dosage equipment (14). Pri-
mary combustion air is supplied to the bottom of the combustion
chamber (3), and secondary air is injected through a nozzle regis-
ter located just above the fuel chute (4). After passing the exit duct
of the cyclone (7), the ﬂue gases are cooled to 150 C in the convec-
tion section and the coarsest size fraction of the ﬂy ashes are sep-
arated from the ﬂue gases in a secondary cyclone (8) whereas the
remaining fraction of ﬁnes is captured in a textile bag ﬁlter (9).
This is not a common arrangement in commercial CFB boilers,
but it has the advantage of giving ﬂy ash samples with different
size distributions depending on the collection point. This gives
the opportunity to study how the particle size distribution inﬂu-
ences the characteristics of the ash. The operating conditions are
shown in Table 3.amber; (2) fuel feed chute; (3) air plenum; (4) secondary air inlet at 2.1 m; (5) hot
g house ﬁlter; (10) ﬂue gas recirculation fan; (11) fuel bunkers; (12) sand bin; (13)
ment spot (before convection pass) IACM instrument, deposit probe and FTIR; (17)
Table 3
Operating conditions.
Unit Average Standard
deviation
Load MWth 6.2 0.24
Fuel ﬂow: wood pellets kg DS h1 1048 31
Straw kg DS h1 276 4
Share of straw % on energy basis 20 0.8
Bed temp., (bottom) C 851 2
Bed temp., (top) C 870 5
Exit temp. after combustion chamber C 822 10
Exit temp. after bag ﬁlter C 153 1
Total riser pressure drop kPa 7.3 0.3
Excess air ratio 1.19 0.02
Primary air ﬂow (total air ﬂow)1 % 51 5
Superﬁcial ﬂue gas velocity at top of m s1
riser Utop 4.5 0.3
Fig. 2. Schematic view of the chemical fractionation procedure.
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The ﬂue gases from the combustion were analysed by two sets
of analysers and a FTIR (Fourier Transform Infra-Red spectrometry)
is a vital part of one of these measuring loops. This FTIR can analyse
H2O, CO2, SO2, NO2, CO, NO, HCl, NH3, HF and N2O. On top of mea-
suring conventional ﬂue gas components alkali chlorides in gas
phase were analysed as well by an IACM (In-situ Alkali Chloride
Monitor) instrument [14]. This instrument continuously measures
the sum of KCl and NaCl as well as SO2 in the ﬂue gas and consists
of one transmitter and one receiver placed on each sides of the
super heater duct (No. 16 in Fig. 1). This location is determined
by the fact that the alkali chlorides will condense to aerosols par-
ticles [15–17] if analysed downstream of the convection section.
The detection limits on a transmitter–receiver distance of 5 m
are approximately 1 ppm for KCl and NaCl and 4 ppm for SO2.
The IACM gives the alkali loading of the ﬂue gas prior to the con-
vection section and the actual formation of alkali chlorides. This
formation of alkali chlorides is dependent not only on the available
alkali content of the fuels used (determined by chemical fraction-
ation) but also on the presence of chlorine that in the present case
originates from the straw but can be fed to the boiler by chlorine
contaminated waste fractions in a co-ﬁring mode with biofuels
as base fuels.
2.7. Chemical fractionation
The chemical fractionation was carried out according to
Zevenhoven-Onderwater [5]. It is a step by step leaching method
(Fig. 2) resulting in selective extraction of inorganic elements,
based on the solubility of their association forms in the fuels. The
experimental procedure consists of three successive extractions.
The ﬁrst extraction is done by water only and is intended to both
soak the fuel and remove the water soluble compounds such as
alkaline salts. The second extraction with ammonium acetate dis-
solves ion exchangeable elements, such as sodium, calcium and
magnesium, which are believed to be organically associated. Also
part of CaCO3 may become dissolved. The third extraction step
with hydrochloric acid removes acid soluble compounds such as
carbonates and sulphates of other metals. The solid residue frac-
tion consists of silicates, oxides, sulphides and other minerals [5].
After each step the solid sample is washed two times by deionised
water. The washing water is added to the leachate prior to analysis.
The chemical fractionation method results in ﬁve samples
for analysis: the original blended ﬂy ash, three different leachates
from the three fractionation steps and the solid residue remaining
after the fractionation. For a more detailed explanation see
Ref. [5].2.8. Analytical methods
Leachates and solid samples were analysed for Ca, Al, Fe, K, Mg,
Na, P, Si, S, Cl and Ti using Inductive Coupled Plasma with an Atom-
ic Emission Spectroscopy detector (ICP–AES) or a Mass Spectrome-
ter detector (ICP–MS). All solid samples were totally dissolved
according to Swedish standards suitable for their individual char-
acteristics before analysis; Sludge: SS028150-2, Coal: SS 187133,
Wood pellets, Straw and RDF: SS 187114/CEN/TS 14780, Ashes:
SS 187117.
2.9. Scanning electron microscopy and energy dispersive X-ray
ﬂuorescence spectrometry
The topology of ash particles as well as of the solid residues
remaining after chemical fractionation and ﬁltration were exam-
ined by Scanning Electron Microscopy (SEM). In addition, the dis-
tribution of important elements in the sample structures was
examined using Energy Dispersive X-ray Fluorescence spectrome-
try (EDX). The electron beam induces emission of element speciﬁc
X-ray wave lengths from the sample and by scanning the specimen
surface with the detector element ‘‘maps” are obtained. In order to
get information about elements quantities in the samples, semi-
quantitative point analyses were made.
In this work, both high-vacuum and low-vacuum (environmen-
tal SEM or ESEM) electron microscopes were used. The ESEM op-
tion gives the advantage that susceptible and non-conducting
materials can be examined without damaging the sample material.
The specimen is mounted by spreading on a carbon adhesive tape.
No covering by a conducting material is needed. The charge build
up on the sample surface is removed by a small injection of water
vapour using the low vacuum mode in the microscope.
2.10. X-ray powder diffractometry
The main crystalline compounds in ash samples from the co-
combustion tests were identiﬁed by qualitative X-ray powder dif-
fractometry (XRD) using a Siemens D5000 X-ray powder diffrac-
tometer with the characteristic Cu radiation and a scintillation
detector. The identiﬁcation of compounds was performed through
1762 A. Pettersson et al. / Fuel 88 (2009) 1758–1772comparison with standards in the Joint Committee of Powder Dif-
fraction Standards [18].
3. Results and discussion
3.1. Flue gas composition
Fig. 3 shows concentrations of gaseous alkali chlorides, HCl and
SO2 in the ﬂue gas at the same location as where the deposit probe
was inserted (16 in Fig. 1). The only test case that gave a higher
concentration of KCl (g) in the ﬂue gas than the Ref case was the
Olivine bed material test. The high KCl concentrations in the Oliv-
ine case was shown to cause alkali rich deposits on heat transfer
surfaces in the boiler [19]. The use of BFS as bed material lowered
the ﬂue gas KCl content somewhat relative to the Ref case but not
signiﬁcantly, neither did the addition of kaolin or zeolites. How-
ever, when sulphur was added the content decreased to 10 ppm
from the Ref case level of 28 ppm.
The variation in ﬂue gas HCl concentration between the differ-
ent test cases was smaller than that of the KCl concentration. How-
ever, a tendency towards higher concentrations of HCl in the cases
where Kaolin and Zeolites were added than in the Ref case can be
seen. This coincides with a decrease in concentration of gaseous
KCl. Hence the Kaolin and Zeolite cases suppressed the KCl in fa-
vour of HCl.Fig. 3. Flue gas concentrations of gaseous HCl, SO2 and alkali chlorides measured befo
Table 4
Concentration of main elements in ash samples from the Ash combustion tests.
Analysis; main elements (g kg1 dry ash)
Ref Olivine BFS
Bed Sec. cyc Bag ﬁl. Bed Sec. cyc Bag ﬁl. Bed Sec. cyc Bag ﬁl.
K 13 53 90 8.3 43 77 12 17 53
Na 1.0 5.4 6.2 0.6 5.6 4.2 3.6 4.3 3.9
Al 2.4 21 11 1.1 43 9.0 62 51 45
Si 490 267 96 190 172 77 170 157 127
Fe 4.7 27 20 46 63 23 7.0 2.9 9.8
Ca 16 79 157 11 94 129 220 186 205
Mg 3.0 12 31 280 92 99 100 82 67
P 1.1 16 20 1.0 17 11 0.6 1.4 4.7
Ti 0.7 1.6 1.6 0.07 2.6 0.5 12 9.8 7.4
S 0.4 6.4 0.5 0.2 6.4 28 8.4 8.9 29
Cl <0.1 4.0 68 <0.1 0.0 98 0.2 0.9 32The sulphur addition resulted in a signiﬁcant increase in SO2
concentration relative to the Ref case, whereas the other cases
showed only minor variations. The low KCl and high SO2 concen-
tration in the ﬂue gas from the Sulphur case indicates that the sul-
phation was efﬁcient.
3.2. Ash composition and element distribution
The element contents in the secondary cyclone, bag ﬁlter and
bed ashes are shown in Table 4. Over all, the alkali concentrations
in the bed ashes did not differentiate much, but the Zeolite case
had the highest alkali concentrations in all ash fractions which
mostly derive from the Na in the added zeolites. The Olivine case
had the lowest alkali concentrations. The inﬂuence of the different
bed materials on the general bed material chemistry is clearly seen
on the ash composition with decreased Si and increased Mg con-
centrations in the Olivine and BFS cases. The inﬂuence of the addi-
tives is clearly seen as well with elevated Al concentrations in the
Kaolin and Zeolite cases and increased S in the Sulphur case. The
different tests gave different ash ﬂows as shown in the ash bal-
ances in Table 5. The reason for this was partly a deliberate varia-
tion in bed regeneration (increased in and outﬂow of bed material)
in order to avoid a shut down of the boiler during the long time
tests of the various bed materials. In the Zeolite case no new bed
material was added during the combustion test, thus a very lowre the convection pass. The scales are different for HCl, SO2 and alkali chlorides.
Kaolin Zeolite Sulphur
Bed Sec. cyc Bag ﬁl. Bed Sec. cyc Bag ﬁl. Bed Sec. cyc Bag ﬁl.
11 60 96 15 61 91 14 51 63
0.4 2.4 3.2 13 22 90 0.9 3.8 5.6
15 93 110 13 46 119 3.5 15 18
480 240 169 420 265 159 440 323 107
7.0 8.5 8.7 3.3 10 2.4 4.6 10 12
13 72 110 12 60 31 16 51 146
31 13 18 2.4 8.0 3.0 6.7 14 26
0.6 3.2 9.0 1.4 7.8 3.1 1.1 6.9 13
0.0 0.4 0.3 0.6 1.0 0.2 0.8 1.0 0.8
0.4 2.7 8.4 0.2 8.8 8.8 0.2 6.2 75
<0.1 2.1 24 <0.1 2.0 24 <0.1 2.2 32
Table 5
Ash ﬂows [kg h1] and ash balance.
Sec. cyc Bag ﬁlter Bed Ash out Ash in Out/in  100 (%)
Ref 9.9 1.9 92.3 104.1 106.2 98
Olivine 6.3 2.9 87.0 96.3 95.2 101
BFS 61.3 5.7 63.6 130.6 167.7 78
Kaolin 23.8 14.0 23.5 61.3 77.3 79
Zeolite 5.9 13.1 1.5 20.5 25.7 80
Sulphur 9.7 2.0 86.6 98.3 84.9 116
Fig. 4. Picture of ‘‘straw stones” sintered ash particles in the bed ash from the Ref
case.
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Olivine, BFS, Kaolin and Sulphur cases) this means that the ele-
ments from the fuel ashes are much more diluted by fresh bed
material. This will have the greatest impact on the bed sample
but also on the ﬂy ashes since part of the bed material end up as
ﬂy ash due to attrition of the bed material. The high secondary cy-
clone ash ﬂow in the BFS case is due to the raw BFS having a large
fraction of very small particles that follows the ﬂue gas immedi-
ately when introduced to the boiler. To achieve a relevant pressure
drop over the bed it was necessary to increase the bed material
feeding signiﬁcantly. The closure of the ash balances over the tests
was good considering the size of the boiler.
The element balances over the boiler are shown in Table 6. The
results varied for the different combustion tests and especially the
Zeolite case had a lower outﬂow than inﬂow of several elements
suggesting an accumulation of these elements in the boiler. This
was also stated by the deposit probe measurements [20] where
this test gave the largest deposit formation in the convection sec-
tion. The deposits contained Si, Al, Na and K, very much reﬂecting
the composition of the original zeolites with the exception of K.
This indicates that the zeolites have captured K from the gas phase.
Anyhow, all these combustion tests generated more or less depos-Table 6
Element balances over the boiler and element distribution in the ashes for the various
combustion cases.
Case wt% Ref Olivine BFS Kaolin Zeolite Sulphur
Kout K
1
in 76.4 48.4 79.3 125.1 40.7 76.4
Naout Na
1
in 191.0 117.0 86.0 142.6 26.0 169.0
Caout Ca
1
in 143.0 104.0 96.8 199.9 35.6 132.9
Alout Al
1
in 1015 755.8 102.8 52.3 30.6 1076.6
Sout S
1
in 88.9 62.6 74.3 103.4 90.2 83.2
Clout Cl
1
in 71.3 78.4 88.6 139.9 70.9 105.1
Sec. cyclone (wt% of tot out)
K 28.3 23.2 40.8 44.2 22.7 31.2
Na 34.6 37.8 41.2 47.5 9.7 34.1
Ca 31.1 31.9 33.3 45.1 43.5 26.2
Al 46.8 70.1 32.6 50.5 14.6 34.6
S 23.0 21.1 31.0 18.6 15.4 1.9
Cl 8.2 0.1 8.7 4.9 1.5 3.1
Bag ﬁlter (wt% of tot out)
K 9.0 18.7 12.0 41.8 71.3 7.8
Na 7.4 12.7 3.5 37.4 84.1 10.4
Ca 11.6 19.6 3.4 40.7 47.2 15.1
Al 4.5 6.6 2.7 35.3 80.9 8.1
S 0.3 41.0 9.5 34.2 32.2 4.5
Cl 26.1 53.3 29.8 33.3 38.4 9.1
Bottom bed (wt% of tot out)
K 62.7 58.1 47.2 14.1 6.0 61.1
Na 58.0 49.5 55.3 15.1 6.2 55.5
Ca 57.3 48.5 63.3 14.2 9.3 58.7
Al 48.7 23.3 64.8 14.2 4.5 57.3
S 13.1 8.1 46.9 4.7 0.4 0.5
Cl 1.9 1.6 1.6 0.4 0.1 1.0
Fluegas (wt% of tot out)
S 63.5 29.7 12.6 42.6 51.9 93.1
Cl 63.8 45.0 59.9 61.4 60.1 86.8its [19]. The large outﬂow of Al in the three cases, Ref, Olivine and
Sulphur may have been caused by memory effects from previous
combustion tests having a high Al concentration or it may be due
to uncertainty in the results since the molar ﬂow of Al in these
tests is low.
In the Kaolin case the largest alkali ﬂow was found in the sec-
ondary cyclone ash, whereas in the Ref, Olivine, BFS and Sulphur
cases the main part of the alkali was found in the bed ash, Table
6. These cases were also run with the highest bed regeneration.
In the bed material drain ‘‘straw stones” (sintered straw ash, see
Fig. 4) could be identiﬁed. These agglomerates were probably caus-
ing the high alkali ﬂows. For the Kaolin and Zeolite cases with their
low bed removal ﬂows these ‘‘straw stones” were instead eroded in
the bed leading to the production of ﬁnes entrained as ﬂy ash. The
Zeolite case was the only case were the largest alkali ﬂow was
found in the bag ﬁlter ash and the molar ratio of alkali to chlorine
was 9 compared to 0.8–3.8 in the bag ﬁlter ash in the other cases.
In addition, the Al and Si concentrations were very high (Table 4)
compared to the Cl indicating a capture of alkali as alkali–Al–Si
in the ash. The Zeolite case also had the highest bag ﬁlter ash ﬂow
of all the combustion tests with 13.1 kg h1 compared to 1.9 kg h1
in the case with the lowest ﬂow, the Ref case, Table 5. The Kaolin
case showed similar tendencies, but most alkali–Al–Si was found
in the sec. cyclone ash, thus indicating the presence of alkali sili-
cates in larger particles. In all cases more than 50% of the Cl was
found in the ﬂue gas except for the Olivine case were most Cl
ended up in the bag ﬁlter ash, Table 6. In the Sulphur case having
the highest S ﬂow as much as 93.1% was leaving the boiler with the
ﬂue gas. However, the S concentrations in the bag ﬁlter ash from
this case had the highest S concentrations of all the cases any
way, Table 4. In the Kaolin and Zeolite cases approximately 50%
of the S leaved with the ﬂue gas and the rest was distributed over
the two ﬂy ash fractions.
3.3. XRD analysis
XRD was used to investigate the mineralogy of ash samples
from the combustion tests. It should be noted that the detection
limit of a crystalline compounds by XRD is about 2% by weight
and that the composition of amorphous phases cannot be
identiﬁed.
The largest difference among the ashes derived from different
bed materials (Table 7) was the presence of Mg compounds and
calcium–aluminium-silicates in the Olivine BFS cases. KCl was
Table 7
Results of the XRD analysis on the three cases with different bed material.
Ref Olivine BFS
Sec.
cyclone
Bag
ﬁlter
Sec.
cyclone
Bag
ﬁlter
Sec.
cyclone
Bag
ﬁlter
KCl Trace Major Trace Major Major
K3Na(SO4)2 Trace Minor
CaCO3 Minor Minor Major Minor
CaSO4 Minor Minor
SiO2 Major Minor Major Minor Minor
KAlSi3O8 Minor Minor
K4CaSi3O9 Minor
K2Al19O29.5 Minor
K2MgSiO4 Minor
CaSi2O5 Minor Trace
CaAl2Si2O8 Trace
Ca2Al2SiO7 Gehlenitea Trace Trace Major Major
Ca2MgSi2O7 Akermanitea Major Major
Ca3Mg(SiO4)2 Trace
CaMgSiO4 Minor
CaFeSiO4 Minor
MgO Minor Minor
Mg2SiO4 forsterite Minor Minor
(Mg,Fe)2SiO4 forsterite Minor
a Gehlenite and Akermanite are very similar in structure, and the specie found
here is probably a mixture or a solid solution of these.
Table 8
Results of the XRD analysis on the three cases with different additives.
Kaoline Zeolite Sulphur
Sec.
cyclone
Bag
ﬁlter
Bag
ﬁlter
Bag
ﬁlter
Sec.
cyclone
Bag
ﬁlter
KCl Trace Major Trace Major
CaKCl3 Trace
K2SO4 Trace Minor
K3Na(SO4)2 Minor
K2CO3 Minor
CaO Trace Trace
CaCO3 Minor Minor Trace Trace
CaSO4 Minor Minor Trace Minor
KAlSi3O8 Trace Minor-trace Minor Trace
KAlSi3O8 Sanidine Trace Tracea
K4CaSi3O9 Minor
KAlSiO4 Minor
KAl3Si3O11 Minor
K(Na,K)3Al4 Si4O16 Minor-trace Trace
NaAlSiO4 Nepheline Major
SiO2 Quartz Major Major Major Major
SiO2 Cristobalite Minor Minor
Ca2SiO4 Minor
Ca2Al2SiO7 Minor Minor
CaAl2Si2O8 Minor
a Na-substituted.
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also contained the fewest crystalline compounds.
In the Kaolin and Sulphur cases KCl was found in all ﬂy ashes
especially the bag ﬁlter ashes (Table 8). Compounds containing sul-
phur, such as K2SO4 or CaSO4, together with KCl and KAlSi3O8 dom-
inated the ashes from the Sulphur case. The Kaolin and Zeolite
cases were dominated by different aluminium-silicates as Ca2Al2-
SiO7, Nepheline and KAlSi3O8.
3.4. Fractionations of ﬂy ashes derived from different bed materials
The results in Fig. 5 are the average results from the ash total
element concentration analyses and from the fractionation analy-
ses. The ash samples used in the chemical fractionation were mix-
tures of ﬂy ash from the secondary cyclone and from the bag ﬁlter
weighted according to the measured ash ﬂows in the combustion
tests. In the Ref and BFS cases the results from the ash analysisFig. 5. Fractionation results of ﬂy ashes (mixture of secondary cyclone ash and bag ﬁlter a
are different for half of the diagram (divided between Mg and Cl).and the fractionation analysis agreed very well, whereas in the
Olivine case there were disparities between some of the results,
especially for Ca, Mg, Si, Fe and K as shown in Fig. 5. Both analyses
were carried out several times and the differences remained. The
reason for this disparity is unclear.
The olivine bed material did not contribute to a more stable
chemical binding of the potassium than the quartz sand did in
the reference case (Fig. 5). In fact, the potassium was more soluble
in the Olivine case and this indicates that the alkali to a large ex-
tent remains in the straw ash agglomerates, the ‘‘straw stones”.
Calcium, sodium, chlorine and sulphur were also bound in com-
pounds with similar solubility in the Ref and Olivine samples.
The Olivine itself contributed with some Fe and Mg, but these ele-
ments are both present in stable forms and are not expected to
cause ash deposits. The results further showed a larger amount
of Al soluble in ammonium acetate solution in the ﬂy ash formed
in the Olivine case (35%) than in the corresponding ash from thesh) from the tests with different bed materials: Ref, Olivine and BFS cases. The scales
A. Pettersson et al. / Fuel 88 (2009) 1758–1772 1765Ref case (0%). The XRD results did not show any aluminium com-
pounds that could explain this difference. Further studies are
needed to show if this is a signiﬁcant effect.Fig. 6. Fractionation results of ﬂy ashes (mixture of secondary cyclone ash and bag ﬁlter a
The scales are different for half of the diagram (divided between Mg and Cl).
Table 9
Results of the spot analyses referring to Figs. 7–12 recalculated as oxides (wt%).
wt% Na2O MgO Al2O3 SiO2 P2O5 SO3 Cl K2O CaO Fe2O3
Ref Sec. cyc R
Spot 1 0 1 1 26 1 34 0 18 17 2 S
Spot 2 8 0 9 76 0 0 1 6 1 0 S
Spot 3 1 4 0 86 2 0 0 2 4 1 S
Spot 4 0 0 0 44 0 57 0 7 9 0 S
Spot 5 0 0 0 49 10 0 0 16 25 0 S
Spot 6 0 1 0 15 1 48 1 21 19 3 S
Olivin Sec. cyc O
Spot 1 0 1 9 74 0 0 0 14 1 0 S
Spot 2 2 19 1 53 2 3 2 8 6 4 S
Spot 3 0 1 74 12 1 1 0 1 7 1 S
Spot 4 0 3 1 21 2 3 4 18 38 12 S
Spot 5 0 2 2 13 0 0 1 20 51 12 S
Spot 6 0 23 4 49 5 2 1 8 4 6 S
BFS Sec. cyc B
Spot 1 0 16 5 40 0 6 0 1 33 0 S
Spot 2 1 21 6 40 0 4 0 4 25 0 S
Spot 3 0 7 2 11 0 0 0 3 76 0 S
Spot 4 1 19 5 39 0 4 0 2 30 0 S
Spot 5 1 13 7 50 0 2 1 5 20 1 S
Spot 6 1 14 3 34 0 4 1 4 41 0 S
Kaolin Sec. cyc K
Spot 1 0 1 1 9 0 11 2 1 73 0 S
Spot 2 1 0 20 59 0 0 1 18 0 1 S
Spot 3 0 5 7 49 1 0 0 3 35 1 S
Spot 4 0 1 5 26 0 31 0 38 7 0 S
Spot 5 1 0 19 66 0 0 0 12 2 0 S
Spot 6 0 1 13 61 1 0 0 16 7 1 S
Zeolite Sec. cyc Z
Spot 1 13 3 4 39 1 11 6 15 6 2 S
Spot 2 1 1 2 17 0 65 1 22 18 0 S
Spot 3 1 8 5 38 13 1 0 6 22 8 S
Spot 4 3 5 0 13 1 4 2 4 69 0 S
Spot 5 3 2 4 43 1 23 1 12 15 0 S
Spot 6 1 0 25 71 0 0 0 2 0 0
Sulphur Sec. cyc S
Spot 1 11 0 9 74 0 1 0 4 0 0 S
Spot 2 1 4 1 59 4 3 2 8 17 1 S
Spot 3 0 1 1 19 0 45 0 21 17 0 S
Spot 4 1 2 0 79 2 2 2 7 6 0 S
Spot 5 1 6 0 17 3 3 5 6 58 1 S
Spot 6 0 1 11 62 1 5 1 13 6 2 SA comparison of the BFS case with the Ref case (Fig. 5) showed
that the differences in the ash composition reﬂected the differ-
ences in the bed material compositions as well, see Table 2. Thesh) from the Ref case and the tests with additives: Kaolin, Zeolite and Sulphur cases.
Na2O MgO Al2O3 SiO2 P2O5 SO3 Cl K2O CaO Fe2O3
ef Bag
pot 1 1 7 1 45 5 5 1 5 29 1
pot 2 0 15 1 27 10 4 1 3 37 2
pot 3 1 26 1 14 11 7 3 9 28 1
pot 4 1 8 0 31 16 5 1 5 32 1
pot 5 0 4 0 8 2 23 2 3 58 1
pot 6 0 9 1 28 6 11 3 8 32 2
livin Bag
pot 1 0 32 1 28 4 4 2 6 18 5
pot 2 0 6 0 5 1 5 32 43 6 1
pot 3 1 6 0 7 1 9 23 34 17 1
pot 4 0 11 3 27 3 9 8 19 18 3
pot 5 1 10 0 9 2 6 20 28 10 13
pot 6 0 7 13 46 1 4 6 12 9 1
FS Bag
pot 1 1 8 2 15 1 29 2 3 41 0
pot 2 0 15 2 13 0 26 2 2 39 1
pot 3 1 11 3 33 2 5 3 9 32 2
pot 4 0 8 2 16 1 30 2 4 37 0
pot 5 0 12 4 31 1 5 4 6 35 1
pot 6 0 10 2 17 1 4 19 26 21 0
aolin Bag
pot 1 1 34 3 37 3 1 0 4 15 3
pot 2 0 5 10 46 3 5 1 9 21 1
pot 3 0 5 10 50 2 2 1 10 18 1
pot 4 0 2 20 63 1 1 0 7 6 0
pot 5 1 1 9 69 0 0 0 16 3 0
pot 6 1 3 10 34 2 4 8 18 18 2
eolite Bag
pot 1 1 1 1 88 1 1 1 2 4 0
pot 2 4 0 21 66 1 1 1 4 3 0
pot 3 5 1 5 16 0 7 11 7 48 0
pot 4 6 0 20 59 1 1 1 9 3 0
pot 5 3 0 5 75 1 2 1 6 6 1
ulphur Bag
pot 1 1 2 0 7 1 10 1 9 4 63
pot 2 0 1 0 10 2 38 2 6 38 2
pot 3 2 5 2 22 2 23 4 19 19 1
pot 4 0 1 0 78 1 7 1 7 4 0
pot 5 1 4 0 17 5 16 11 29 16 1
pot 6 1 6 1 35 3 12 2 11 29 1
1766 A. Pettersson et al. / Fuel 88 (2009) 1758–1772slag contributes with Ca, Mg and some Al but these are all mainly
present in insoluble forms. In contrary to the Olivine case all the
investigated elements, except K, were harder bound in the ash in
the BFS case compared with the Ref case. The concentration of K
in the ﬂy ash from the BFS case was less than half of those found
in the Ref and Olivine cases and 40% of the K was hard bound
according to the fractionation. However, the total amount of K in
the boiler was much higher in the BFS case (Tables 4 and 5) due
to the higher ash ﬂows, especially the secondary cyclone ash ﬂow
was increased in this case, as discussed above. According to previ-
ous studies [1] a more stable ﬂy ash (hard bound ash components)Fig. 7. SEM–EDX mapping of the Ref case, secindicates fewer problems with deposits and bed agglomeration,
thus promoting the BFS as bed material.
3.5. Fractionations of ﬂy ashes with different additives during
combustion
The ﬂy ash composition of the Zeolite case was the one that dif-
fered most from the others and the Kaolin ﬂy ash was rather sim-
ilar (Fig. 6). The ﬂy ash from the Kaolin and Zeolite cases had higher
concentrations of Al compared to the Ref case and lower concen-
trations of Fe, Mg, P and S (Fig. 6). In both the Zeolite and Kaolinondary cyclone (S) and bag ﬁlter ash (B).
A. Pettersson et al. / Fuel 88 (2009) 1758–1772 1767cases, 80% of the Na was hard bound in the ﬂy ash compared to 65%
in the Ref case. There were no differences in the solubility of K in
the Kaolin and Zeolite cases were 75% was hard bound compared
to 45% in the Ref case.
In the Sulphur case the sulphur concentration was somewhat
higher than that of the other cases. Besides there were just mar-
ginal differences such as slightly lower concentrations of Cl, Al,
Ca, Fe, P and Ti, but with the same solubility. The concentrations
of Na and K matched the Ref case but were slightly more soluble
in the Sulphur case.
3.6. SEM–EDX analysis
The particle sizes of the secondary cyclone ash is in average be-
tween 5 and 100 lm [21] and the particles in the bag ﬁlter ash areFig. 8. SEM–EDX mapping of the Olivine case, sabout 1/10th of the size of the secondary cyclone ash particles. The
smaller particle size in bag ﬁlter ash makes it more difﬁcult to get a
good resolution with the EDX. However, the mapping pictures gave
a relatively good comparison of the inherent variability in compo-
sition in the two ﬂy ash fractions.
EDX analyses in points on the specimens mounted for SEMwere
also performed and the results are shown in Table 9. The locations
of the spots are marked with Arabic numbers in the map picture of
every ash sample. The precise point in the picture investigated as a
spot is in the middle to the left of each number. The magniﬁcation
of the secondary cyclone ashes is in the range of 1600–2900x and
the size of the pictures are 100–200 lm and the magniﬁcation of
the bag ﬁlter ashes are in the range of 4500–6000x and the size
of the pictures are 40–80 lm. All pictures contain size bars visible
in a digital version.econdary cyclone (S) and bag ﬁlter (B) ash.
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(spot 1 and 6) was present in needle like crystals, but there was
also a more diffuse structure containing both K and Cl. The crystals
are probably potassium sulphate or a potassium–calcium sulphate.
The diffuse structure containing K and Cl may be KCl in small crys-
tals. In the corresponding bag ﬁlter ash (Fig. 7) the elements were
more evenly distributed over the sample which is natural since the
particle size is smaller. However, the spot analysis results show
some variability with, for example, two calcium sulphate particles
(spot 5), two with mainly Mg, Si, Ca and P (spot 2 and 3) were spot
3 also contains Na, K and Cl, Fig. 7. The elemental maps of K, Na, S,
Ca and Cl correlated very well suggesting an even distribution of
different sub-micron chloride and sulphate crystals. The mapping
and spot results did in fact not show that the Cl concentration in
this ash was much higher than in the sec. cyclone ash as the bulkFig. 9. SEM–EDX mapping of the BFS case,results given in Table 4 did. This indicates that Cl is present as com-
pounds as HCl and KCl condensed on the surface of the coarser ash
particles in the ash, thus not found in any higher concentrations in
the spot analysis.
In the Olivine secondary cyclone ash the Cl was evenly distrib-
uted over the particles as well as S, K and Na, Fig. 8. The Al distri-
bution was very distinct and included one particle containing a
large amount of Al corresponding to 74% Al2O3 (spot 3 in Table
9). This high concentration in one particle unfortunately has the ef-
fect of reducing the intensity of the rest of the map. A couple of
particles containing K, Al and Si were found (spot 1) and spot 2
and 6 was dominated by Mg and Si. Chlorine was found in combi-
nation with K, Ca and Fe in spot 4 and 5. In other parts of the sam-
ple big crystals (5–100 micron) was found consisting of K, Ca and S
indicating the presence of sulphates.secondary cyclone and bag ﬁlter ash.
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were almost identical and both were found in high concentrations,
Fig. 8 and Table 9. This ash was the only one containing super mi-
cron particles consisting of KCl (spot 2, Table 9). Mg correlated
mainly with K and Ca and the elements S and Na were more evenly
distributed over the sample. Both the sec. cyclone ash and bag ﬁlter
ash from the olivine case seemed a little coarser than the ashes
from the Ref case.
The secondary cyclone ash from the test with BFS as bed mate-
rial had many similarities to the secondary cyclone ash from the
olivine case (Fig. 9). There were some correlations between K and
S found, otherwise the elements was evenly distributed over the
sample. The particles in this ash mainly consisted of Ca and Si to-
gether with Al and Mg, see Tables 4 and 9.
In the bag ﬁlter ash from the BFS case the K and Cl matched very
well (Fig. 9 and spot 6) in addition to Ca and S (spots 1, 2 and 4)
proposing the presence of KCl and CaSO4. No correlations between
K, Na and S were seen on the element maps. The BFS is the only bed
material containing Ca, Table 2. This calcium may capture sulphur
and suppress the sulphation of potassium if released during com-
bustion [22].
The BFS ﬂy ashes had the lowest concentration of alkali of all
the investigated ashes and the chlorine concentration was low as
well. This is a result of the original ﬁne fraction of the bed material
together with bed material attrition giving a signiﬁcant addition ofFig. 10. SEM–EDX mapping of the Kaolin cassmall particles to the ﬂy ashes. The entrained bed material had to
be replaced with fresh slag and thus, the ash ﬂows became much
diluted. In addition this case had the lowest KCl and HCl concentra-
tions in the ﬂue gas among the cases with different bed materials
as discussed above.
Kaolin addition gives relatively high Al and Si concentrations in
the ﬂy ashes, Table 4. The EDX element maps from the secondary
cyclone ash showed clear correlations between the distributions
of Si, Al and K (Fig. 10) and spot 2, 5 and 6 (Table 9). In addition,
a number of small particles with compositions indicating K2SO4,
CaSO4 and KCl were found.
The distribution of Si and Al in the bag ﬁlter ash particles to
some extent agreed with that of potassium. However, potassium
was also found in combination with Cl, Ca and S (Fig. 10). This
was supported by the spot analysis (Table 9, spot 2, 3 and 6) were
K was found with Ca, Si, Al, Cl and S. This shows that the potassium
speciation included aluminium silicate as well as sulphate and
chloride.
The Zeolite case ﬂy ash showed similar element distributions as
the Kaolin case (Fig. 6). The main differences were the higher Cl, Al
and Na concentrations in the ﬂy ash of the Zeolite case and the
lower Ca concentration, Fig. 6. The secondary cyclone ash con-
tained similar needle like crystals with K, Ca and S as found in
the Olivine case in addition to spherical particles containing Ca,
Si, Al and Mg. Also calcium phosphate and potassium sulphatee, secondary cyclone and bag ﬁlter ash.
Fig. 11. SEM–EDX mapping of the Zeolite case, secondary cyclone (S) and bag ﬁlter (B) ash.
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K and Al, Fig. 11. In the spot analysis particles containing mainly
Na, K, Si, S and Cl were found (spot 1) and Na, K, Al and Si (spot
6) indicating a K uptake by the added zeolites. Some spots contain-
ing K, S, Ca and Si were also found (spot 2 and 5). The XRD results
did not show any detectable amount of potassium chloride or sul-
phate but this can be due to the small crystallite size of these com-
pounds. Very small crystallites do not contain a large enough
number of crystals oriented in a random manner in order to give
a visible powder diffraction pattern. This effect is generally re-
ferred to as the compounds being ‘‘X-ray amorphous”.
The bag ﬁlter ash contained a lot of zeolite particles entrained
with the ﬂue gas from the combustion chamber. This is an effect
of the low density and small particle size of the zeolites in combi-
nation with a high ﬂuidization velocity in the combustion chamber
(5 m/s). The EDX results for this ash showed clear correlations be-
tween Si, Al, K and Na and also between Ca and S, see Fig. 11. In
addition, some small NaCl particles were found. The spot analyses
showed generally high Si concentrations and varying concentra-
tions of Al, Ca and alkali (Table 9). This ash had the highest alkali
and Cl content among the investigated ashes, Table 4.
The SEM–EDX results for secondary cyclone ash from the test
with sulphur addition showed needle like crystals containing K,
Ca and S (spot 3 in Fig. 12). They seemed to contain Si as wellbut this may be a response from other ash particles under the crys-
tals. The electron beam affects a sample volume of about 1 lm in
diameter. The spot analyses showed co-occurrence of Na, Si, S, Cl
and K (spot 1) and K, Si and Al (spot 6).These ﬁndings were sup-
ported by the XRD results showing potassium in the forms KCl,
K2SO4 and as K–aluminium-silicate (Table 8).
The bag ﬁlter ash element distributions showed correlations be-
tween K, Ca and S, K and Cl as well as Na and Al. The spot analyses
showed K and S together with Ca, Cl and Si, see Table 9.
4. Discussion and conclusions
Exchange of the normal silica sand bed material for olivine sand
or BFS changed the chemical composition of the ﬂy ash fractions
due to entrainment of small bed material particles. In the BFS case,
the attrition of the bed material was signiﬁcant and this forced an
unusually large bed material replacement and unusually large ash
ﬂows. Probably the amorphous slag is more brittle than the crystal-
line quartz and olivine sand types. Another slag treatment process
giving a larger crystalline fraction may give a material that could
better withstand the attrition in the fuel bed. The addition of kaolin
and zeolite also added extra material to the ﬂy ash ﬂow and chan-
ged the ﬂy ash composition in the direction of higher aluminium
and silicon contents. Both these solid additives have small average
Fig. 12. SEM–EDX mapping of the Sulphur case, secondary cyclone and bag ﬁlter ash.
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has to be taken into account when designing the additive inlet sys-
tem and choosing a suitable inlet point in order to maximise the
additive-gas contact time.
An important reason for choosing an alternative bed material or
using an additive is that the ﬂue gas content of vaporous KCl needs
to be decreased in order to minimise the risk for ash deposition and
corrosion on super heater tubes. Another, also important, reason is
to avoid bedmaterial agglomeration due to formation of sticky sur-
face layers of ash compounds on the bed material particles. A sur-
face layer of fuel ash components was formed on olivine sand
particles as well as on quartz particles. However, the composition
of the layer on olivine was different from that on quartz being rich
in calcium but not in potassium as is common for quarts particles.
The potassium components from the ash were concentrated to sil-
icate particles in the bed material also in the olivine test. When
potassium rich ash melts lumps were attached to bed material par-
ticles, the ash layer closest to the bed sand surface was calcium
rich [19]. A very limited formation of ash component layers was
found on BFS bed material particles. The layers formed contained
K, Si and Ca and they occurred as local spots on the particles sur-
faces. Thus, in this case, as in the olivine case, the potassium com-
pounds in the fuel ash do not react with the bed sand but stays in
more or less melted ash lumps [19].The results obtained in this work showed that the Olivine sand
gave the highest KCl concentrations in the ﬂue gas before the con-
vection section, i.e. twice as high as the Ref case with Silica sand.
All the other measures against ash deposit formation tested here
had a smaller, but signiﬁcant, suppressing inﬂuence on the level
of KCl in the ﬂue gas and in most cases the HCl level increased at
the same time.
In all cases the main part of the Cl was found in the ﬂue gas
apart from the Olivine case were most Cl was found in the bag ﬁlter
ash ﬂow. The SEM–EDX analysis and XRD showed that the K was
generally associated with Cl with addition of some potassium alu-
minium-silicates in the ﬂy ash in the cases with alternative bed
materials. The chemical fractionation showed that the alkali in
the ﬂy ash from the BFS case was slightly less soluble than the
cases with Silica sand and Olivine sand. This indicates that BFS re-
duces the combustion problems in comparison with the other two
bed materials. However, other investigations have found an in-
creased deposit formation rate using BFS as bed material compared
to silica sand. When olivine sand was used, soluble forms of potas-
sium were more abundant than insoluble ones. The additives kao-
lin, zeolites and sulphur gave almost the same distribution of
potassium between bed material, secondary cyclone ash and ﬁlter
ash. In the zeolite case, the outﬂow of potassium was smaller than
the inﬂow which indicates formation of deposits in the boiler. The
